
KSTAR UPS 200KVA TEST REPORT Ver. 2211201 

Type ONLINE 

Load ratio 380V/50HZ 

40% 95.54% 

60% 95.17% 

80% 94.64% 

100% 93.98% 

Note: Above data is for internal use. 


